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ABSTRACT 
Radio frequency noise is often the limiting factor in the ability of a com-
munications receiver to discern a desired signal from man-made interference. 
'rhe predominate man-made radio noise source in the high frequency radio 
band is gap type breakdown discharges on electric power distribution lines. 
The International Radio Consultative Committee (CCIR) has published its 
Report. 258 which predicts the level of man-made radio noise in the business, 
residential, rural, and quiet rural envlrorunental categories. 
This thesis compares field measurements of gap type breakdown dis-
charge generated noise, made in the high and very high frequency radio 
bands, to cern Report 258 predictions. It is sho\l.'Jl that celR noise-level pre-
dictions correspond to field measurements in the low end of the high fre-
quency band. At higher freq uencies the cem curve consistently predicts a 
lower noise-level than was measured in the field. An explanation for the dif-
ference between field measurements and ccm predictions is presented. 
A trend noticed in the noise-amplitude versus receiver bandwidth data 
measurements is investigated and leads to the development of a receiver 
bandwidth adjustment matrix. Using this matrix the noise-power measure-
ments made in one receiver bandwidth can be scaled to a different bandwidth. 
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ds differential area: vector with direction normal to the surlace 
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of degrees Fahrenheit 
~ induced electromotive force (V) 
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p pressure (mb) 
cJ) magnetic flux crossing surface (Wb) 
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S surface 
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t time (seconds) 
V voltage (volts) 
Vs gap breakdown voltage in kV 
Wb Webers 
B. ACRONYMS 
CCIR International Radio Consultative Committee 
CDAA Circularly Disposed Antenna Array 
FM frequency modulation 
HF high frequency 
HP Hewlett-Packard 
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LP log periodic antenna 
MSA mission site activity 
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1. INTRODUCTION 
In the solution of telecommunications problems, it is 
highly desirable to be able to estimate the radio noise at any loca-
tion as caused by different types of noise sources. At certain loca-
tions, wrintended man-made noise may be domrnrult. Since such 
noise can arise from a number of sources, such as power lines, in-
dustrial machinery, ignition systems, etc., it varies markedly 
with location and time .... [Re( 1] 
~ OVERVIEW 
Communication signals that utilize the radiowave portion of the elec-
tromagnetic spectrum as their transmission means generally must prevail 
over rlim:in:ished field strength (due to range spreading), attenuation, interfer-
ence, and man-made radio noise, to be successfully received. Within the mili-
tary there are unique missions, such as direction finding and communications 
intercept, where the received level of a signal of interest (SOn, even Imder op-
timum conditions, is only slightly higher than the equipment noise floor. In 
such cases, even modest levels of radio-frequency interference (RFI) will mask 
a SOL Consequently, to maintain any likelihood of receiving a low-level SOl. 
it is imperative to not subject the receive system to significant levels ofRFl. 
This scenario generates the following questions: Where can a receiver 
site be located to minimize the impact ofRr~1 on the system? What is the RF'I 
level at an ~xisting site? Can RFI be mitigated? The purpose of this thesis is 
to investigate these questions and propose answers to them. 
B. RADIO NOISE 
In this thesis noise is defined as, "An electromagnetic phenomenon that 
does not correspond with any signal and that is usually impulsive and random 
but may be of a periodic nature" [Ref. 2], Numerous kinds of sources generate 
radio noise which in turn can become interference to receiving systems. Noise 
sources are separated into two broad categories: internal to the receiving sys-
tem and p-xternal to the receiving equipment. Internally-generated noise 
sources are not covered by this effort. 
Noise generated externally is further categorized according to its origin: 
atmospheric, galactic, and man-made. [Re£ 3] 
This thesis will investigate man-made radio noise from external 
sources. Specifically, radio frequency noise generated on electric· power distri-
bution lines by gap-type spark discharges and gap-discharge breakdowns. 
This noise type, collectively called gap breakdown ,wise, was the predominate 
man-made RFI source affecting the radio equipment used during this 
investigation. 
C. BOUNDS 
The scope of this thesis is primarily concerned with the high frequency 
(HF) radio band of the electromagnetic spectrum. High frequency signals 
propagate via ground, direct, and sky waves. Certain properties of the iono-
sphere allow sky waves to be bent hack toward earth. This bending action en-
ables communications over great distances and is an exploited characteristic 
ofHF signals. It is exactly this property that makes the HF radio band impor-
tant to its users and worthy of investigation. [Re£ 4] 
Data was also collected in the very high frequency (VHF) radio baud of 
the electromagnetic spectrum. Very high frequency radio signals do not typi-
cally experience the severe amount of bending that HF signals can undergo. 
Elcctromagnetic waves in this band follow a 4/3 curvature of the earth propa-
gation distance and are more a "line-of-sight" means of COmm1llllcation. N one-
theless, it will be shown that the presence of power line generated noise exists 
throughout the VHF band and therefore should be considered when determin-
ing a potential receiver site location. 
Field measurements for this thesis were primarily taken at Wullenwe-
ber antenna sites. A Wullenweber antenna, or Circularly Disposed Antenna 
Array (CDAA), was specifically designed to receive HF signals that h ave 
bounced back to earth. Unfortunately, HF noise can also impinge on the an-
tenna array and become RFL This noise degrades the ability of the CDAA's 
radio receivers to detect weak signals. The signals that a CDAA site are inter-
ested in receiving are generally low in level. Consequently, optimum sites for 
a CDAA (from an RFI standpoint ), are ones that are relatively free ofHF radio 
frequency noise sources. These sites mirror the scenario established in the 
Overview. Data that W@Ie not taken at a CDAA were obtained from log peri-
odic antennas. 
D. BACKGROUND 
A very large number of investigations of man-made radio noise have 
been made since the inception of radio communications. Many of these mea-
surements provided infonnation leading to the formulation of a generalized 
model of such noise, commonly called the CCIR model [ReE 1]. This model is 
widely employed to provide estimates of man-made radio noise levels at both 
Ilew and old receiving sites. Since man-made radio noise is often highly vari-
able, time changing, and difficult to categorize, precise comparisons between 
the model and actual conditions at a receiving site are not expected. The ex-
tent of the differences are explored in this thesis. 

II. POWER LINE GENERATED NOISE 
A. INTRODUCTION 
Transportation of electrical power is accomplished via transmission 
and distribution lines. Transmission lines route electricity from the genera-
tion plant to a substation. The line voltage (typically greater than 70 kV) is 
sufficient to exceed the corona inception voltage of a point source. Under cer-
tain conditions the electric-field gradient of a conductor will also ~ceed the 
corona breakdown voltage. Radio-frequency noise is generated when this 
breakdown occurs. RFI originating from transmission line corona was not 
observed during this investigation and consequently did not cont ribute to the 
field measurements of power line noise. It will not be considered in the 
analysis. [Ref 5 - 13] 
Distribution lines route electricity from substations to the consumers. 
These lines operate at voltages less than 70 kV, thus do not support corona 
discharges. Distribution lines, however, are plagued with gap-type electrical 
discharge>;. When a gap breakdown occurs RF noise is generated. Thls type of 
power-line noise is the focus of this thesis. [Ref 5 - 131 
B. GAP DISCHARGE MECHANISM(S) 
N umerOllil small gaps, either immersed in air or electrically separated 
by a layer of insulating oxide or corrosion, form between a variety of power 
line hardware. Tbe gaps are generally associated with loose fitting nuts, bolts, 
tie wires, b'UY lines, brackets, ground wires, oxidized insulator clevis joint pins , 
crossarm braces, and damaged lightning arrestors. Incidental contact 
between parts can also occur. TIus is generally due to the wind and can pro-
duce intermittent interference (whlch hampers locating SUcll sources). 
1. Spark Type Discharge 
When insulated or air gaps are subjected to an electric field (generated 
by the power line conductors) a difference of potential will develop between 
the two contacts. For atmospheric air the gap breakdown voltage is given by 
v ~ == 24.4(pd) + 6.53 JfPd) (2.1) 
where V8 is the bre~down voltage in kV, d is the gap length in cm, and 
(2.2) 
is the air density relative to its value at a pressure p = 1013 mb alld a temper-
ature Tin °c [Re£ 5]. Table 2.1 lists gap breakdown voltages for various gap 
distances in atmospheric air. 
Table 2.1: Air Gap Breakdown Volta~e. 
gap distance (em) kV@68"F kV@85Dp 
0.010 0.89 0.88 
0.020 1.41 1.38 
0.Q30 l.86 1.82 
0.050 2.68 2.62 
0.075 3.62 3.53 
i.OOO 30.93 30.07 
2.000 58.03 56.37 
Note that under normal conditions distribution lines have ample voltage to 
support gap discharge for a wide range of gap distances. 
When the electric field across a gap is strong enough to exceed the 
breakdown potential of air or other insulation, an ionization process occurs 
that transforms air from a poor conductor to a good conductor. This process if:; 
based upon free electrons contained within the air gap that. are accelerat.ed 
due t.o the difference of potential that exists between t.he gap contacts. The 
accelerated electrons collide with molecules of gas which ionize and release 
additional free electrons. These electrons continue the process, multiplying 
the free elpctron production rate. If the potential gradient is sufficient, the 
ionization process will contiuue until an avalanche chain reaction is initiated 
which rapidly decreases the gap resistance. At this juncture a ch31mel is 
formed and a current surge occurs. It is t.his surge of current that generates 
radio-frequency noise. [Ref. 6, 11] 
If sufficient power is availahle a continuous flow of current, called 311 
arc, will form across the gap. However, if the gap resistance is too high a sta-
ble arc will not form willie current surges across the gap. The current surge 
associated v;rith either of these descriptions is called a spark. [Ref. 61 
As current flows through the formed channel the potential difference 
across the gap is reduced and the spark is extinguished. Although the spark 
has been extinguished, it is possible for reignition to occur if the difference of 
potential across the gap recovers to above the breakdown voltage. Figure 2.1 
shows hypothetical sections of a 60-Hz sinusoid that would support an arbi-
trary gap's voltage breakdown requirement. [Ref 5, 6, 11, 131 
During each voltage half·cycle of the power· line fundamental frequency, 
it is typical for the gap potential gradient to exceed the gap breakdown voltage 
numerous times. Each breakdown generates a current pulse. It is also com· 
man for the opposite polarity half-cycles to produce dissimilar noise wave-
fonns. Furthermore, as this process manifests itself through the power-line 
period, the fundamental frequency (and its harmonics) are superimposed, or 
modulated, onto the generated radio-frequency noise. Examples of this phe-




60 Hz Sinusoid 
~ Amplitude that excced.s 
gap breakdown potentJal 
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Figure 2.1: Portions of 6O-Hz Sinusoid that Support the Potential 
Difference Required to Exceed a Gap's Breakdown Voltage (and pos-
sible spark reignition). 
2. Oxide Layer Breakdown Discharge 
Some gap discharges evolve because a thin oxide layer has developed 
between metal parts of an insulator, particularly a bell-type insulator. 
Figure 2.2 demonstrates how bell-insulators are uWized on power lines. A dif-
ference of potential occurs because one side of the insulator is connected to the 
power line while the other side is connected to the utility pole. Figure 2.3 
shows the parts of a bell-insulator that support gap breakdowns. The oxide 
layer forms between the clevis pin and metal parts of the insulator. The dif-
ference of potential required to induce a gap breakdown between the oxide 
insulated parts can be as low as 800 volts. [Re£ 13] 
When an electric field induces a sufficient potential difference across 
the oxide layer an impulse of current is generated. The current surge reduces 
Figure 2.2: Bell Insulators Used on Power Lines. 
the difference of potential across the components and the impulse ceases. As 
with spark type discharges, the electric field magnitude is usually sufficient to 
generate numerous CUlTent surges per power line half-cycle. The oxide layer 
breakdown discharge is also ref(>rred to as microsparking. [Ref. 7, 15, IS} 
Oxide layer breakdown is semritive to meteorological conditions. For 
instance, if the POWf'.r line has morning dew, or if there is fog, or if it is rain-
ing, the oxide layer on the insulator will be subjected to moi<;ture dissolved 
impurities that provide a condu(.tion path which precludes the build up of 
electrons to support a gap discharge. [Re£ 11, 12, 13, 17J 
Bell Insulator 
Clevis Pin 
Figure 2.3: Close Up of Bell Insulator Parts. 
C. ELECTROMAGNETIC COUPLING 
From Faraday's law of induction and Maxwell's second equation we 
know that a time-varying magnetic field (B) generates an electric field (E). 
V XE= - ~ 12.3) 
That is, taking the surface integral of both sides of Eq. (2.3) over an 
open surface and applying Stokes's theorem, we obtain 
(2.4) 
10 
If we define 
~ = fc E di "'" emf induced in circuit with contour C (V) (2.5) 
and 
¢ :: Is 8 . ds magnetic fl ux crossing surface S (Wb), (2.6) 
then Eg. (2.4) becomes 
/; =-1: (V) (2.7) 
The CUITent surge associated with a gap breakdown discharge pro-
vides the time-varying magnetic field. The resulting electric field impinges on 
the power line (or neutral) conductor and establishe5 a difference of potential 
on the line which induces current flow at a rate proportional to the charge-dis-
charge cycle of the gap breakdown. As the gap polarity changes, the induced 
current flow in the power-line conductor modulates the radiated noise with 
the iimdamental frequency (and harmonics generated by non-linearities of the 
breakdown process) ofthe power line. 'l'his modulation characteristic provides 
a signature for power-line noise identification. Figure 2.4 outlines the gap 
breakdown process, referred to as classic gap noise. [Ref. 11, 13] 
1. Electromagnetic Noise Radiation 
Radiation of the generated noise is ac~omplished via the power-line con-
ductor (or neutral) which acts as an antenna. The distance between utility 
poles is conducive to establishing nodes that can set up high-amplitude stand-
ing waves on the distribution lines. These standing waves radiate noise 
energy in the I-IF and VHF radio bands. !Re£ 16,17J 
The radio noise generated by a gap breakdown di.scharge is a function 
of numerous independent variables. Some of the variables are gap geometry, 
oxide layer thickness, meteorological conditions, power-line conductor 
11 
Difference of Potential 
Classic Gap Noise 
Ben InsuJator Clevis Joint 
a) Oxide layer forms between 
metal parts, insulating them 
from each other 
b) Difference of potential exists 
on either side of oxide layer 
c) Once potential difference 
across oxide layer is sufficient, 
breakdown occurs 
d) Current surge ~enerates 
a magnetic field (B) 
e) Varying magnetic field induces 
an electric field in adjacent power-
line conductors, this is radiated 
and becomes radio frequency noise 
Figure 2.4: Insulator Oxide Layer Gap Breakdown. 
pole-to-pole length, distance of the noise source to the receiving antenna, 
geometry of the noise source relative to all associated hardware, direction of 
power lines relative to the receive antenna location, the near and far electro-
magnetic field effects on the radiation pattern due to the associated hardware, 
the source impedance, and the power line impedance. This is by no means an 
exhaustive list. The purpose of the list, however, is to caution the reader 
against characterizing the effects of a gap-type noise source in a specific way 
and then attempting to apply that characterization to all other antennas that 
have a gap-type noise source impinging on it. It will be the totality of the 
afore mentioned factors that will ultimately detennine the amplitude and 
spectral distribution of any local source to the affected antenna. Figure 2.5 
12 
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Figure 2.5: Amplitude and Spectral Distribution of Two Independent 
Gap-type Noise Sources. 
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demonstrates the difference in amplitude and spectral distribution between 
two independent gap-type noise sources. The fundamental lessons leamed-
albeit an intuitive understanding---concenring the potential effects of gap-
type noise sources to a receiving system are achieved through applying Fara-
day's law of induction, fundamental electromagnetism and antenna theory, 
and the material that is presented in Section E of this chapter. 
D. CLASSIC GAP NOISE TEMPORAL STRUCTURE 
The process that a classic gap noise source goes through to generate 
noise is fundamental to each source. The results of each independent process, 
however, vary considerably from source to source. The impulsive nature of a 
gap breakdown discharge produces a distinctive temporal structure for each 
classic gap noise source. The stability, duration, amplitude, pulse timing, 
pulse width, and power line half-cycle symmetry are all unique to the individ· 
ual source. 
Appendix A describes the instrumentation, data-collection method, and 
the information identification scheme that were utilized to collect and identifY 
the following data. Appendix B describes the data-collection locations. 
Figure 2.6 displays a classic gap noise source that is regular and stable. 
It has dissimilar half-cycle gap discharge impulses. 
Figure 2.7 shows a persistent classic noise source. The two half-cycles 
generate different fine-scale structure with the trailing impulses becoming 
more erratic in time. 
Figure 2.8 is a constant classic gap noise source that has dissimilar 
haH·cycle impulses. Note the difference in both amplitude and structure of 
the impulses even though they are from the same source. 
Figure 2.9 shows a sporadic noise source. 
Figure 2.10 is an example of how abruptly a classic gap source can start 
or stop. The trailing impulses of one half·cycle are erratic. 
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Figure 2.6: Classic Gap Noise Source. Structure: Regular and Steady. 
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Figure 2.7: Classic Gap Noise Source. Structure: Regular but Differ-
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Figure 2.8: Classic Gap Noise Source. Structure: Regular but Differ-
ent Half-cycle Impulses with Intermittent End Pulse on Right Side. 
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Figure 2.10: Classic Gap Noise Source. Structure: Regular (until 
abrupt stop) with Erratic Impulse Timing in One Half·cycle. 
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Figure 2.11 displays a strong classic gap noise source. One half-cycle is 
constant and the other is unstable. 
Figure 2.12 shows a noise source that has dissimilar half-cycle impulse 
generation. The impulses become erratic near the end of the half-cycle. One 
half-cycle is intermittent. 
Figure 2.13 shows a constant noise source that has Wlstable impulses. 
Figure 2.14 shows two classic gap noise sources. One source is constant 
with erratic impulses. The other source is intermittent and is active on one 
half·cycle only. 
Figure 2.15 shows multiple sources. One is constant with erratic trail-
ing impulses, one is intermittent, and the other is close to the noise floor and 
did not show up on the amplitude compressed and threshold limited 
time-history view. 
E. SPECTRAL ANALYSIS OF AN IMPULSE 
The previous section demonstrated that the temporal structure ofindi-
vidual classic gap noise sources do not possess uniform parameters. The dis-
similarity among individual sources binders direct analysis of the impulsive 
nature of a gap-breakdown discharge. Fortunately, we can make an assump-
tion that allows us to ignore the diverse and complex waveforms that the vari-
ous sources generate. The approach will significantly reduce the difficulty of 
the analysis, yet, will not diminish our understanding of the effect of a gap-
breakdown discharge. 
Our assumption is to represent a classic gap discharge impulse as a sin-
gle ideal square pulse x (t), 
(2.8) 
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SCAN TIME - ms 
@3.8MHz 
9506231310 
WIN, RFSS, LB 108 
3_8 MH2.. 0, 30 kHz, 20 illS LS 
-3, BPF 9, +20, 0, -30 
Figure 2.11: Classic Gap Noise Source. Structure: Strong Source, 
Regular with One Half-cycle Erratic. 
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9508161420 
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Figure 2.12: Classic Gap Noise Source. Structure: Regular for Half-
cycle but Intermittent for Other Half-cycle, Impulse Timing Erratic. 
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950817 0910 
HAN, RFO, LB 000 
SCAN TIME· ms 
@2.9MHz 
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Figure 2.13: Classic Gap Noise Source. Structure: Regular with 
Un stable and Erratic Impulses. 
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SCAN TIME· ms 
@3.5MHz 
950817 1425 
HAN, RFD, LB 096 
3_5 MHz, 0, 30 kHt~ 20 Ins 










Figure 2.14: Classic Gap Noise Source. Two Sources. One Source is 
Active on Only One Half.cycle and is also Intermittent. 
24 
l~eY lf~ ... 4j!!hl 
~ ,.......-,.. ..... ......... 
·50 : ~.30 
-70 ~ 
.. 




DET-J, LP AI H 
30 MHz., 0, 300kHz.. 20 IJlsLS 
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Figure 2 .10: Multiple Classic Gap Noise Sources. Three Sources. 
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where, T is the width of a generic gap discharge impulse, and AI' is the pulse 
amplitude. Figure 2.16 represents the pulse shape . 




Figure 2.16: Ideal Square Pulse. 
Using Fourier analysis we can decompose the spectral components of a 
nonperiodic waveform. The Fourier t ransform ofx(t) is given by 
X(f) == :3 [x (t )] ::0 I-~ x (t )e -j2n!rdt 
Now, applying the transform to x (t), we get. 
XU) == l~ x(t) e-j2n/ 'd, 
1 





If we let u == j 2rrjT. , and du = - j 2 rrjd-r, then substitute into eq. 2.10 we get 
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XU) 
A ['C", . -Jeg CJ! , _ _ -_,_ 
rr.f J2 
(2.11) 
By applying Euler's identity, sin (a) = e,a J2e-JU ,and multiplying by T we get 
( 2.12) 
We see that a square pulse in the time domain transfonns to the sine function 
in the frequency domain. The width ofa pulse determines the nulls ofthe sine 
function spectral lobes with a liT relationship, 
Beasley [Re£ 6] measured spark impulse waveforms in a controlled lab-
oratory set ting. The basic conditions were a 60-Hz, 6-kV source applied across 
a 0.030 inch spaced cast steel electrode gap. His experiment demonstrated a 
gap discharge impulse to have a main lobe approximately 3 nanoseconds (ns) 
wide. The impulse continued t.o decay until it was insignificant at approxi-
mately 6 DS. Figure 2.17 plots Eq. 2.12 fOT two different pulse widths: 3 ns, 
and 6 ns. All other conditions are the same. Notice that a narrow duratiun 
pulse produce!:! an ultra-wideband spectrum. Furthermore, the main lobe of 
each sinc function spans hundreds of megahertz~well into the VHF radio 
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Figure 2.1 7: Plot of the Sinc(x) Function. 
baud . If one views Figure 2.1 7 and considers that a classic gap noise source 
will likely generate numerous different width impul ses, one can infer that a 
significant portion of the frequency ::lpectrum can be affected by one activp 
A gap breakdown di scharge is a complex non-linear prOCC::ls. The nOll-
linear processes that exist support interaction, or modulation, between the 
fundamental power-line frequency and the ultra-wide band frequency spectra 
generated through an impulsive gap breakdown discharge. The effect of thi s 
interaction can also be understood by applying the frequency shifting property 
of the Fourier Transform to the fundamental power-line frequency (and its 
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harmonics) and the generated sine functions. The impact that this relation-
ship has can be seen in Figure 2.18. This figure shows the effect, in the fre-
quency domain, of the gap discharge source displayed in Figure 2.8. The lines 
that nm diagonal across the lower picture represent the GO-Hz fundamentaJ 
power-line frequency. The GO-Hz has been translated throughout the HF spec-




WIN, RFSS, LB 072 
4.3 MHz, 5Mfu., 30kHz, 200ms 
BPF9,+20,O, ·20 
Figure 2.18: Frequency Domain Effect of Gap Discharge Source 
Shown in Figure 2.8. 
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ITI. MAN·MADE NOISE PREDICTION CURVES 
A. INTRODUCTION 
The International Radio Consultative Committee (CeIR) generates 
numerous reports concerning radio communications. Three of these reports, 
CCIR Report 258, CeIR Report 322, and CeIR Report 670, are applicable to 
this investigation. 
The focus of each of these reports is to predict the ambient radio fre-
quency noise level within a specific category. The predicted noise level can 
then be used to establish baseline environmental noise characteristics of a 
location or to detennine the perfonnancc of a specific radio communicat ions 
system if placed at that location. 
The principle metric in the CeIR reports is the lIoise figure, Fa' in deci-
bels. for a short (9 ft) vertical lossless antenna over a perfectly conducting 
ground plane. The noise figure is derived from the corresponding noise factor, 
fa' which is defined throughout each report as: 
(3.1) 
where. P" is the noise power available from an equivalent loss-free antenna 
(W ), k is Boltzmann's constant = 1.38xlO-23 (J/K), To is the reference temper-
ature, taken as 288 K, and b is the effective receiver bandwidth (Hz). [Ref 3] 
B. cern REPORT 268: MAN-MADE RADIO NOISE 
The work of Spaulding and Disney lRe( 19] provides the substance of 
CCIR Report 258 [Ref: 20]. TIle radio noise level prediction schema of this 
report is based on the environmental category in which the receive antenna is 
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located. The environmental categories, are: business, residential, rural, and 
quiet rural. 
Business areas are defined as any area where the predom-
inant usage throughout the area is for any type of business (e.g. 
stores and offices, industrial parks, large shopping centres, main 
streets or highways lined with various business enterprises, etc.). 
Residential areas are defined as any area used predominately for 
single or multiple family dwellings with a density of at least five 
single family units per hectare [10,000 sq. meters] and no large 
or busy highways. Rural areas are defined as areas where dwell-
ings are no more than one every two hectares .... quiet rural 
areas) corresponds to the values of man-made noise at carefully 
selected quiet receiving sites as reported in Report 322. [Ref. 1] 
Spaulding and Disney [Re£ 19] provide further guidance on how to 
interpret the environmental categories: 
The residential area is defined here as any area used pre-
dominately for single or multiple family dwellings with a density 
of at least two single family units per acre and no large or busy 
highways. An occasional isolated business such as a drugstore or 
filling station can be included, but a city block or more of concen-
trated business enterprises should be considered a business area. 
This definition applies to both urban and suburban residential 
areas. Rural areas are defined here as locations where land 
usage is primarily for agricultural or similar pursuits, and dwell-
ings are no more than one every five acres. 
Measurements recorded throughout the United States of America dur-
ing 1966 to 1971 form the basis for the prediction curves. With the exception 
of a few stationary measurements conducted on the grounds of the Depart-
ment of Commerce Boulder Laboratories (Colorado), the bulk of the data was 
obtained using a mobile noise measurement laboratory. [Re£ 191 
The mobile laboratory consists of a tractor and a van. The 
tractor utilizes a full diesel engine and was purchased under the 
MIL-specificatioIlB for a quiet vehicle. Additional noise suppres-
sion was added after delivery; e.g., suppref';sion on windshield 
wiper motor, alternator and controls, wheel bearings, etc. A die-
sel generator set was installed between the cab and the fifth 
wheel to provide power for mobile or remote operation. A 
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low-boy type semitrailer van is used so that a two-met.er-high 
vertical antenna on the van roof will clear power and telephone 
lines that might be encountered during mobile measurements. 
The van has an exterior aluminum skin with the roof acting as 
the ground plane for the receiving anteIlllas. (Ref. 19] 
All non-stationary measurements were conducted in the pre-noon 
hours. Figure 3.1 is a plot of the linear variation (Fam) ofilie median values of 
man-made nois~ power expressed in tenns of Fa (dB above thermal noise at 
To = 288 K). Where Fam = c - d Jog!, with f expressed in MHz and c and d cor-
responding to the values listed in Table 3.1 in the appropriate environmental 
category. The galactic noise information is provided for comparison. [Ref. 1 J 
Table 3.1: VaJues of" constants c and d. 
Environmental category 
Business 76.8 27.7 
Residential 72.5 27.7 
Rural 67.2 27.7 
Quiet Rural 53 .6 28.6 
Galactic noise 52.0 23.0 
Based on a comparison difference between data collected in the United 
States of America and in the United Kingdom CCIR Report 258 suggested 
that differences in patterns of electrical and mechanical appliance utilization 
can lead to differing values of man-made noise power. This point will be dis-
cussed further in Chaptf'I VI. [Ref 1] 
c. ccrn REPORT 322: CHARACTERISTICS AND APPLICATIONS 
OF ATMOSPHERIC RADTO NOISE DATA 
This report characterizes atmospheric (due to lightning) noise levels on 





Figure 3.1: Median Values of Mon~mnde Noise Power for a Short Ver-
tical Lossless GroWlded Monopole Antenna. M ter Ref. tIl. 
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period 1957 to 1966 incl usive. 'rhe effects of man-made noise and unwanted 
signals were removed from the data prior to analysis. The main parameter 
presented is the median hourly value of the average noise power of each "time 
block." Table 3.2 demonstrates how a time block is formed. Each year was 
Table 3_2: CCiR Report 322 Time Block. 
Time Block 
a collection over one ooa..on of the same four hour time slot 
Day 1 Day 2 Day 89 Day 90 
0000-0400 0000-0400 ... 0000-0400 0000-0400 
0400-0800 0400-0800 0400-0800 0400-0800 
.~~ -!~ 0% .~ 
1200-1600 1200-1600 .. . 1200-1600 1200-1600 
1600-2000 1600-2000 ... 1600-2000 1600-2000 
2000-2400 2000-2400 ... 2000-2400 2000-2400 
divided up into four seasons of approximately 90-days length. Each day of a 
season was divided into sjx, four hour time periods. Using this scheme each 
season generated six difff!rf!nt time hlocks. Within a time block the four hour 
daily period was divided up into hourly increments. During each hour the 
noise power was sampled on eight different frequencies for 15 minutes each. 
From these samples the median hourly value of the average noise power for 
each time hlock is derived. The data was combined and the results presented 
on one frequency, 1 MHz. The means of obtaining the I -MHz result are 
described in Spaulding and Washburn [Ref. 18]. [HeL 3] 
The "quiet rural" noise levels of CCIR Report 258 were derived from 
analysis of the CCIR Report 322 data. Although the "quiet rural" locations 
are not specifically detailed in this report, the data for a "quiet receiving" loca-
tion is mentioned as coming from the same sites that were selected to collect 
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the atmospheric noise data. The ambiguity in location description and param-
eters hampers further analytical discussion of "qwet rural" areas in this 
thesis. [Re£ 1, 3] 
D_ cern REPORT 670: WORLDWIDE MINIMUM EXTERNAL 
NOISE LEVELS, 0.1 HZ TO 100 GHZ 
A problem that hinders the direct analysis, from prediction curves, of 
the effect of noise to a communications receiver arises when the type of 
antenna utilized on the CCIR noise measurement system differs from the type 
of antenna utilized with the communication system. 
The measurements conducted in support ofCCIR reports are generally 
performed using short grounded vertical monopole antennas. This type of 
antenna is not typically used to collect a SOL According to CCIR Report 670 
lRe£ 21], "The majority of the results ... are for ornni·diTectional antennas ... 
The average value of F 3 for directional antennas will be the same if random 
direction is assumed." 
It is the opinion of the author that the notion of randomly directing a 
directional antenna for the purpose of extracting pertinent noise power data is 
of no practical value to the communicator and should be disregarded. It is the 
belief of the author that a receiving site will use an antenna, applied i.n a spe-
cific direction, with the intention of utilizing it for a non-random application. 
And, even though, the direction of the antenna may vary in azimuth, it will 
remain stationary for an extended observation period before moving to 
another azimuth. Consequently, it is what the antenna "sees" during the 
extended observation period that must be accounted for- not the culmination 
of random directions. One additional factor must be considered. The domi-
nant sources of man-made radio noise are low in numbers and from discrete 
locations. They are not randomly distributed. The sources can be located and 
mitigated. 
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TV. POWER·LINE NOISE FIELD MEASUREMENTS 
Appendix A describes the instrumentation and data-collection method. 
Appendix B describes the data-colleciion locations. 
A rNTRODUCTION 
Three types of classic gap-type noise data were collected at seven sites 
around the world: the temporal structure (presented in Chapter II), the arupli-
tudc-versus-frequency, and the amplitudc-versus-receiver bandwidth. The 
data used in this investigation was limited to representing gap-type dis-
charges; i.e. data collected during this investigation that contained motor-con-
troller noise, uninterruptable power supply noise, RF arc-welder noise, and 
other similar power-line radiated noise processes was not incorporated in the 
data presented in this thesis since they were too erratic to place into a mea-
surable category. 
The aruplitude-versus-f'requency data for all plots have been adjusted 
(see Section D of this chapter) to a 3D-kHz receiver bandwidth. The data 
points for the plots contained in the figures of this chapter were extracted 
from 51 photographs of 3--axis time-history spectral-band displays. The 
method used to extract data points from a photograph was to overlay the pho-
tograph with a fine-scale translucent vellum grid and record the noise ampli-
tude in terms of the grid line number and its corresponding spectral grid line 
number. The grid lines were then scaled according to the photograph parame-
ters recorded when the photograph was taken. In cases where a signal was 
stronger than the adjacent power-line noise, the data point was interpolated 
from the levels of power-line noise on either side of the signal bounds. 
37 
B. FREQUENCY RANGE: 2 . 8 MHZ 
Figure 4.1 displays data measurements in the 2- to 8-MHz range. This 
figure incorporates data from four different geographical locations. The three-
digit number following each legend entry corresponds to the antenna azimuth 
of the data. The gap discharge noise source of Figure 2.7 generated the spec-
tral distribution of WIN LB 048. The source (see Figure 2.8) for WIN LB 072 
was precisely located and had a 1.13 Ian line-of-sight distance. The source 
(see Figure 2.9) for WIN LB 108 was precisely located and had a 0.62-Ian line-
of-sight distance. The source for HAN LB 072 was precisely located and had a 
1.36-km line-of-sight distance. The source (see Figure 2.13) for HAN LB 000 
was precisely located and had a 0.9-km line-of-sight distance. 
C. FREQUENCY RANGE: 10 - 60 MHZ 
Figure 4.2 displays data measurements in the 10- to 50-MHz range. 
D. FREQUENCY RANGE: 0 . 235 MHZ 
Figure 4.3 displays data measurements in the 0- to 235-MHz range. 
E. AMPLITUDE VERSUS BANDWIDTH 
The amplitude-versus-receiver bandwidth measurement was conducted 
at three locations comprising 20 measurements (13 taken from the 2.0 to 
8.0 MHz range and seven taken from 30 to 215 MHz). The method utilized 
was to locate a classic gap noise source on an antenna azimuth, then visually 
scan the frequency band for areas that had no signals present (they would cor-
rupt the measurements). Once an area was isolated, the spectnun analyzer 
was switcbed to the single-frequency mode and the bandwidth measurements 
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Figure 4.1: Classic Gap-type Power-line Noise. Bandwidth Normal-
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Figure 4.2: Classic Gap-type Power-line Noise. Bandwidth Normal-
ized to 30 kHz. Frequency Range: 10 to 50 MHz. 
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Figure 4.3: Classic Gap·type Power-line Noise. Bandwidth Normal-
ized to 30 kHz. Frequency Range: 0 to 2.'15 MHz. 
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recorded. The data for each location was normalized relative to the 3-kHz 
measurement then averaged according to bandwidth. The results are pre-
sented in Figure 4.4. This figure highlights a trend in the data. The nonnal-
ized amplitude-versus-bandwidth characteristics of gap-type noise sources 
can be considered independent of signal frequency, geographical location, or 
environmental category. 
Using the results displayed in Figure 4.4, the mean value from each 
location was averaged with the other locations according to bandwidth. The 
results are displayed in Figure 4.5 and the numeric values listed in Table 4.1. 
Table 4.1: Average Mean for Amplitude versus Bandwidth. 
Using the values in Table 4.1, a banrlwidtJI measurement adjustment 
matrix was developed. Table 4.2 lists the adjustment values. To apply the 
Table 4.2: Bandwidth Measurement Adjustment Matrix. 
adjustment matrix we will utilize the following example. Suppose that a man-
made noise survey, utilizing a 3-kHz bandwidth receiver, was conducted at a 





Figure 4.4: Amplitude of Power-line Noise as a Function of Receiver 
Bandwidth (all data has been reduced and normalized to 3 kHz). 
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Figure 4.5: Average of the Mean Amplitude versus Bandwidth Data 
(or 20 Measuremen ts Reeorded at Three Geogra phical Locations. 

To determine the noise level that a 300-kHz band",ridth receiver would experi-
ence at that site (using the same data previously collected), apply the band-
Table 4.3: Man-made Noise Survey Conducted at a Potential Receh-cr Site. 
width adjustment values given in Table 4.2. For this exampie--mcasurement 
bandwidth of 3-kHz, adjusting to a bandwidth of 300-kHz~the adjustment 
value i s +37.1 dBm. Now, adjust the measured data by adding +37.1 dEm. 
The results are presented in Table 4.4. 
Table 4.4: Man-made Noise Le,-cls Adjusted for a 3000khz Bandwidth Receiver. 
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v. ANALYSIS OF FIELD MEASUREMENTS 
A. INTRODUCTION 
The power·line noise levels recorded during the field measurements are 
expressed in dBm. Using the terminology of CCIR Report 670, the field mea· 
sured data represents Pn' the available extenlal noise power level. The man· 
made noise·level prediction curve in CCIR Report 258 is expressed in Fum (dB 
above kTob), where 
Fam'" c - dJogf (5.1) 
is calculated using the appropriate environmental category coefficients for c 
and d (see Chapter III, Section B). We can relate Fam to available external 
noise power by allowing 
(5.2) 
where 
fa = k~:b' (5.3) 
Substituting Eq. 5.3 into Eq. 5.2 and solving for P'" we find 
(5.4) 
We can express P n, in dBm by 
(5.5) 
Calculating Eq. 5.1 (using the appropriate environmental coefficients), and 
applying the results to Eq. 5.5, we can solve for (P,)dBm, and directly compare 
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the CCIR Report 258 predicted values to the field measured data. The ccrn 
prediction curve (rural) represented in the figures of this chapter was gener-
ated using Eq. 5.1 and Eq. 5.5. 
B. FREQUENCY RANGE 2 TO 8 MHZ 
Figure 5.1 shows the 2- to 8-MHz field data, normalized to a 3D-kHz 
receiver bandwidth, compared to the CCIR Report 258 prediction for man-
made noise in a rural environment. Notice that the slope of the totality of the 
receiver site data follows the slope of the CCIR prediction curve. The ampli-
tude of the receiver site data deviates +16 dBm to -33 dBm from the CCIR 
C. FREQUENCY RANGE 10 TO 50 MHZ 
Figure 5.2 shows the 10- to 50-MHz field data, normalized to a 3D-kHz 
receiver bandwidth, compared to the CCIR Report 258 prediction for man-
made noise in a rural environment. Notice that the totality of the field mea-
sured data follows the slope of the ccm prediction curve. The amplitude of 
the receiver site data exceeds the CCIR prediction throughout the entire fre-
quency range. The maximum deviation from the CCIR prediction is +67 dBm. 
D. FREQUENCY RANGE 0 TO 235 MHZ 
Figure 5.3 shows the 0- to 235-MHz field data, normalized to a 30-kHz 
receiver bandwidth, compared to the CCIR Report 258 prediction for man-
made noise in a rural environment. Notice that the slope of both data sets 
(LAH and MSA) are similar to the CCIR predicted curve. The majority of all 
field measurements exceed the CCIR predicted values. The MSA Det L data 
is considerably higher than CCIR predicts. 
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Figure 5.1: Bandwidth Normalized (80 kHz), Power·line Noise Ver.olus 
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Figure 5.2: Bandwid th Normalized (30 kHz), Power-line Nois e Versus 
CCIR 258 Prediction Curve (rural). Frequency Range : 10 to 50 MHz. 
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Figure 5.3: Bandwidth Normalized (30 kHz). Power-line Noise Versus 
CCIR 258 Prediction Curve (rural). Frequency Range: 0 to 235 MHz. 
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E. COMMENTS ON THE DIFFERENCES BETWEEN FIELD MEA-
SURED DATA AND ccrn PREDICTED VALUES 
The data for the CCIR Report 258 prediction curves comes from the 
work of Spaulding and Disney [Ref 20]. The methodology for data collection 
during their investigation was to drive throughout an environmental area in a 
mobile noise measurement laboratory, generally in the pre-noon period. The 
amount of time that each run took varied from 15 minutes to over one hour. It 
is the opinion of the author that this provides a fundamental explanation to 
the differences observed between the receiver site data and the CCIR pre-
dicted values. [Ref. 19, 20] 
The measurements for this investigation were taken from fixed receiver 
sites that used directional antennas. Therefore, any active noise sources that 
were present along the antenna azimuth were received. If an active noise 
source was strong and consistent then the recorded data refiects that condi-
tion (see MSA Det L entry; Figure 5.3). 
VUlcent and Munsch [Ref. 12] have pointed out that not all power-lines 
or power-line hardware generate radio-frequency noise. Consequently, the 
mobile laboratory used to (,-Olled ccrn Report 258 data, by virtue of being 
mobile, would not have been exposed to active noise sources to the same 
extent that is represented by the data in this thesis. i.e., the cern man-made 
noise prediction cunres can only represent active sources that were in proxim-
ity of the mobile laboratory as it drove throughout an area. The relevance of 
the observations then become limited to the amount of time that the mobile 
laboratory actually spent near active sources. 
The ccrn prediction curves are closer to field-measured data at lower 
frequencies than at higher frequencies because a low HF band ground wave 
will travel a farther distance than a high HF band (or VHF band) grotUld 
wave. As the mobile noise measurement laboratory drove throughout an area, 
the low-band HF noise from a gap-type discharge would travel farther from its 
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source than the high-band I-IF or VHF noise component. 'fhis probably led to 
more consistent (and accurate) noise-level presence in the lower HF band than 
in the higher HF or VHF band. Furthermore, the IlleasureDlent areas during 
the time of this investigation most likely contain more power lines than 
pxisted during the time the CCIR data were collected. Thus, more noise 
sources probably exist at this tim!'!. 
This explains why the CCIR man-made noise prediction curve is consis-
tently lower, particularly at higher frequencies, than noise power data col-
lected at a fixed receiver site. The circumstances under which the CCIR data 




VI. CONCLUSIONS AND RECOMMENDATIONS 
A. URBANIZATION. ELECTRIC POWER CONSUMPTION, AND 
THE LEVEL OF MAN-MADE NOISE 
The geographical variation in the level of man-made radio 
noise is primarily dependent upon the geographic distribution of 
the noise sources. Below about 10 MHz, man-made radio noise 
appears to correlate with density of electrical machinery and the 
power lines required to serve machinery. The convention has 
been adopted of segregating the levels of man-made radio noise 
into categories based on the level of urbanization in the area of 
measurement. [Ref. 22] 
Relatively good correlation was fOlUld between power con-
sumption in an area and the radio noise power below 20 MHz. 
[Ref. 19] 
The material presented in this thesis suggests that for an environmen-
tal area neither the level of urbanization nor the power conswnption is a satis-
factory predictor of the man-made noise level that will exist in that area. 
Chapter II outlines the mechanism behind a gap-type breakdown discharge-
it is primarily a function of the difference of potential across a gap-not power 
consumption. When the difference of potential exceeds the gap breakdown 
threshold a spark or mic.rospark is generated that produces radio-frequency 
noise that extends into the Gigahertz range. 
VIncent [Ref. 131 has suggested that the number of overhead electric 
power utility poles (not solely the urbanization level), in the line-of-sight vicin-
ity of a potential receiver site would be a more accurate predidor of the level 
of man-made noise that could be anticipated for that site. The idea is based on 
the more power-line poles that exist in proximity of a receiver site, the higher 
the probability that there will be active gap-type noise sources. The results of 
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40 site surveys conducted by Vmcent are listed in Table 6.1. Four of the 40 
sites are duplicate surveys. They are listed independently because a sucr:ess-
ful power-line noise-mitigation effort significantly reduced the man-made 
noise level at each site. All sites fit the CCIR Residential or CCIR Rural envi-
ronmental category. 
Table 6.1: Power-line Noise Level Survey 
Power-line CCIR CCIR 


















The results presented in Table 6.1 support the suggestion by Vincent 
that the man-made noise level of an area can be predicted more accurately by 
considering the number of electric power utility poles that are in the line·of-
sight vicinity of the area than by placing the area in an environmental 
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category. Consequently, it is the recommendation ofthis author that the nUnl-
ber of overhead power-line poles in the vicinity of a potential receiver site be 
used to initially predict the level of man-made noise level present. 
A plausible basis for a more appropriate model appears to be as follows. 
The "no power.line~ category should apply if there are no overhead power-
lines within lO-km of the receiver site; the expected man-made noise level 
would be none. The "few power-line" category should apply if there exist no 
more than two overhead power-lines within IO-kill of the receiver site; the 
expected man-made noise level would be low to modest. The "many power-
line" category should apply if three or more overhead power-lines v.rithin 
lO-km of the receiver site; the predicted man-made noise level would major. 
[ReU3! 
B. RECOMMENDATION CONCERNING THE USE OF CCIR 
REPORT 258 
Referring back to the discussion of Chapter V, Section E, itis the recom~ 
mendation of the author that CeIR Report 258 not be used to predict the man-
made noise level at a potential receiver :;ite. The recommendation presented 
in Section A of this chapter should be used instead. 
Future measurements of man-made noise levels should be pursued to 
update the model presented in CCIR Report 258. It is the recommendation of 
this author that the existing envirorunental categories be replaced with cate-
gories based on the quantity of overhead power-lines. 
C_ MITIGATION OF POWER~LINE NOISE 
A receiver site plagued by power-line noise can take action to success-
fully mitigate the noise sources. The Signal-tn-Noise Enhancement Program 
Power-Line Noise lHitigation Handbook [Re£ 12] is an excellent resource for 
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such work. It provides a step-by-step procedure to locate, identify, and miti-
gate the sources of power-line noise. The rewards of instituting such a 
program are fully realized when a noisy receiver site iB transformed into a 
noise-quiet receiver site. 
The gaps that are associated with the power-line noise presented in this 
thesis can occur via wind action on power-line hardware, ongoing exposure 
fostering oxide formation, damage from lightning strikes, and through routine 
line-maintenance actions performed by utility companies. Consequently, the 
reader is cautioned to observe the comments of Lauber [Ret 23], 
An otherwise good site may be degraded intennittently, 
and thus checking should be done often and carefully if low 
radio-noise levels are to be maintained. 
It is the recommendation of the author that a receiver site employ the 
methods outlined in Ref. 12 to mitigate existing power-line noise and that a 
routine evaluation of the site noise level be instituted to ensure new noise 
sources are located and corrected in a timely manner. 
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APPENDIX A. INSTRUMENTATION 
1'he instrumentation utilized to record field measurements of the tim.e 
and spectral properties of power-line noise is described in this appendix. 
A. MEASUREMENT SYSTJt;M 
Figure Al is a block diagram of the typical field data measurement set 
up. The antenna system at the measurement site routes the received energy 
Figure A.I: Field Data Measurement Setup 
through a radio frequency distribution system to an output port. The RF out-
put is then connected, generally through a band~pass filter, to a HP-141 series 
scanning spectrum analyzer. An ELF Engineering Model 7200B 3-Axis Dis-
play (hereafter referred to as a 3-axis fuplay), is utilized in conjunction with 
the scanning spectrum analyzer to view the temporal and spectral properties 
of the received energy. 
1. Radio Frequency Distribution 
At each fiplrl site, except for the NPS site, the antenna feed was routed 
through a RF distribution system to various ancillary equipment. Prior to 
data measurements taken for this investigation, the host receiving system 
was analyzed for gain/loss parameters from antenna to the RF output port 
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feeding the spectrum analyzer. If any RF path was not within the system 
specifications it was not utilized for data measurement. 
At the NPS site the receive signal was not routed through a distribution 
system; the antenna was connected, through a band-pass filter, directly to the 
spectrum analyzer. 
2. Hewlett-Packard Spectrum Analyzer 
A Hewlett-Packard, Model HP-141 T, was the spectrum analyzer uti-
lized as the scanning receiver. This analyzer has interchangeable RF modules 
to cover various frequency ranges. The majority of the measurements for this 
thesis were taken using the 8553B model RF module which covers the 10 kHz 
to 11 MHz and 10kHz to 11 0 MHz frequency range; otherwise the 8554B 
model RF module (10 kHz to 1200MHz) was used. A key feature of these mod-
ules is the variety of input-bandwidth, scan-width, and attenuation settings. 
The HP- 141 T also has an Intermediate Frequency (IF) section that controls 
scan-time and provides scan synchronization with the power-line frequency. 
The HP-141 T has rotating knob-type controls that allow the operator 
to quickly change various analyzer settings. Rapid manual intervention by 
the equipment operator is usually required to capture specific or mrique SOl 
temporal and spectral characteristics of man-made noise and SOL Unfortu-
nately, many newer model spectrum analyzers have a digital keypad type 
input which does not allow the rapid changing of the measurement parame-
ters required to isolate and define the specific temporal and spectral charac-
teristics of power-line noise. 
The HP-141 T can synchronize the beginning of a scan sequence with 
the fundamental frequency of the power being applied to the equipment. This 
mode of operation is referred to as "line sync." The ability to switch the 
spectrum analyzer between the line sync and non- line sync mode of operation 
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is paramount to power-line-noise identification. Power-line noise will show up 
as diagonal lines on the 3-axis display when the analyzer (not line synchro-
nized) is set to scan a wide band of the frequency spectrum, and the time per 
spectral band scan is longer than the repetitive period of the line power (16.6 
rns for 60-Hz operation and 20 IllS for 50-Hz operation). Figure A.2 is an 
example of power-line noise when viewed on the 3-axis display while the ana-
lyzer is not in the power-line sync mode of operation. When the spectrum ana-
lyzer is switched to the line-sync mode of operation the power-line-noise 
impulses become synchronized with the scanning receiver and consequently 
will align parallel to the time axis of the 3-axis display. Figure A.3 shows an 
example of power-line noise when viewed on the 3-axis display while in the 
line-sync mode of operation. 
Radio Frequency Spectrum Filters 
The HF radio band contains numerous strong signals in addition 
to low-level SOl's. An analyzer requires a considerable dynamic range of oper-
ation to examine low-level signals that reside in this type of spectral environ-
ment. The spectral range requirements for which data in this investigation 
was collected exceeded the dynamic range of the HP- 141 T. Consequently, fil-
ters were utilized to reduce the total signal- and noise-power delivered to the 
spectrum analyzer. 
The dynamic range of ambient signals can also exceed the 
dynamic range of the pre-amplifiers_ If this occurs intermodulation products 
can be generated. Intennodulation products corrupt the measured data. 
Consequently, a bank of filters was employed to reduce the total signal and 
noise power fed to the instnunentation. The filter banks are custom designed 
for use for in specific parts of the world. Table Al lists a typical bank of filters 
and the corresponding frequency range. The majority of the filters were 
designed to pass narrow spectral bands located betwep.ll allocated 
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FREQUENCY - MHz 
9506231350 
WIN, RFSS, LB 108 
4_5 MHz, 5 MHz, loo kHz, 200 IDS 
-3, BPF 9, +20, 0, -20 
Figure A.2: Power-line Noise Viewed on a 3-a.s.is Display While the 
Spectrum Analyzer is not Line Synchronized. 
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9506221200 
WIN, RFSS, eM 
SCAN TIME - ms 
@4.4MHz 
4.4 MHz, 0, 30 kHz, 20 ms LS 





Figure A.3: Power-line Noise Viewed on a 3-axis Display While the 
Spectnup. Analyzer is Line Synchronized. 
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international broadcast service bands. The broadcast bands contain very 
strong signals that would easily overwhelm the dynamic range of the ana-
lyzer, particularly if viewing wide portions of the HF radio spectrum. 
Table A.I: Typical Bank of Filters 
Filter Frequency Range (MHz) 
1.95 - 5.90 
6.15 9,45 
9.85 - 11.60 
12.00 - 13.60 
13.75 - 15.05 
15.55 - 17.50 
17.85 -21.40 
21.85 - 25.65 
2.0 - 8.0 
10 2.0 - 30.0 
3. E LF Engineering Model 7200B 3-axis Display 
The ELF Engineering 7200B 3-axis display provides a time history of 
the spectrum analyzer scans. As the analyzer scans a frequency range (or 
time scans a single frequency) the output is ported to the 3-axis display. The 
data from each scan is stored (a maximum of 60 independent scans), in an 
internal digital memory. The 3-axis front panel display represents data as a 
moving real-time quasi-continuous process. Figure A4 is an overall diagram 
of the visual representation process. The front panel output motion is coupled 
to the scanning time of the analyzer; hence. the display can move slowly or 
quickly depending on the needs of the operator. The resulting three 
dimensional block of data can be manipulated by controlling the elevation, 
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rotation, and compression of the axes to view the time history in any conve-
nient way. The motion of the display can also be stopped at any time for view-
ing. While the display is stopped Polaroid photographs are taken to provide a 
hard copy data record. 
3 - Axis Display 
Frequency and/or Time Axis 
Figure A.4: Scanning Diagram for the 3-Axis Display 
4. Tektronix C6-C Camera 
A tektronix C&--C Polaroid camera was utilized to take still photo-
graphs of the 3-axis display. The Polaroid photograph provides a convenient 
record of the temporal and spectral conditions witnessed during data 
collection. 
Prior to data measurements the spectnun analy><er is calibrated. Vari-
ous calibratp.d levels of the analyzer are ported to the 3-axis display, stored, 
and photographed. The photographic record is used to generate an accurate 
measurement scale that one can use to extrapolate the amplitude value of all 
further photographic data. 
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B. INFORMATION IDENTIFICATION MATRa 
Each figure formatted from a Polaroid photograph contains an infonna-
tion matrix. The entries provide all the necessary information concerning the 
parameters of the data. 
Time Date 
Site Specific Measurement Location 
Center 
Frequency Scan Width IF Bandwidth Scan Time 
Filter # Preamp (dB) Input Attenuation TF Gain 
Figure A.5: Polaroid Photograph Information Matrix 
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APPENDIX B. DATA COLLECTION LOCATIONS 
This appenilix describes the field measurement locations. 
A. HAN 
• Location: Okinawa, Japan 
• Ant,enna: CDAA 
• ~: RuraVResidential 
• Description: The site is not on a hill top, however, it does have an 
elevated view of the surrounding area. To the North East., West, and 
South West are small towns. 
B. LAH 
• ~: Los Altos Hills, California 
• Anllmna: Log Periodic mounted on 50 ft. mast. 
• ~: Residential 
• ~: Sparsely populated. Area contains rolling hills shad-
owed from the North by gradual rise in hill elevation. Area contains 
overhead power-lines. 
C. MSADETJ 
• l..&.c.ati2n: Asian area COWltry 
• Antenna: Log Periodic mounted on 20 ft mast 
.~:Rural 
• Description: Located on a hill top_ There are no nearby residences or 
towns within 30-km line-of-site. An adjacent hill top 2-km away has 
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a small building. Commercial power is provided to MSA Det J and to 
the building by an overhead distribution line. 
D. MSADETL 
• ~: Asian area country 
• ~: Log Periodic mOWlted on 20 ft mast 
·~:Rural 
• ~: It is located on a hill top. To the East is located a small 
town and sparsely scattered about the East and South East are 
residences. 
E. NPS 
• ~: Monterey, California 
• ~: Log Periodic mounted on a 85 ft tower 
·~:Residentia1 
• Description: It is located on a hill side that has gently sloping terrain 
coming up from the ocean. There are many hills surrounding this 
location (approximately lO-km distance) that are higher than this 
location. The site is located in the middle of a housing area that 
contains overhead power-lines. 
F_ WIN 
• ~: Winter Harbor, Maine 
·~:CDAA 
·~:Rural 
• ~: It is located on the coast and is primarily surrounded by 
water. To the South West is located a small town and the 
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sUlTounding area is sparsely populated. Commercial power to this 
site is supplied via tU1dergrotU1d power-lines that enter a cable head 
from overhead power-lines approximately l-km away. 
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